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Certificate of Compliance
for

éAppIe Rubber

204 Cemetery Road, Lancaster NY 14086

R. KRAFT, Inc. certifies that the air handling system supplying this Cleanroom at this
facility has been tested under the requirements of IEST RP CC0006.3 (Testing
Cleanrooms) and that the air system has met ISO 14644-1:2015 (E) guidelines to qualify
for the following cleanliness levels:

Room Name ISO Class ISO Class Occupanc
Design Achieved P y
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Main Cleanroom 7 6 Operational
Gown Room 8 8 Operational

Date of Inspection: November 20, 2023 Next Due Date: November 20, 2024

Report#CR 231120

Authorized By: Jeffrey Brooks

Certification Technicians

“Product Gets First Air” (585) 621-6946
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